**StoPowerwall® DrainScreen™**

**Outside Corner**

**Notes:**
1. Install Sto Joint Treatment around sheathing joint at the outside corner. (See Sto Detail 5.09 DS)
2. Install galvanized expanded diamond mesh metal lath continuous around corner without break for minimum 24" (610mm).
3. Attach corner bead over lath.
4. Metal accessories are susceptible to corrosion in coastal environments. Metal corner beads with solid metal noses are susceptible to corrosion in exposed exterior applications.

**Options:**
StoGuard® Waterproof Air Barrier Membrane options:

- a. Sto EmeraldCoat® (high perm)
- b. StoGuard® VaporSeal™ (vapor impermeable)

**Property of Sto Corp. All Rights Reserved.**